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	Lokalita
	Umístění
	Výrobce
	Typ
	jednotka
	chladivo
	náplň Kg

	2.NP Českolipská
	101
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	102
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	103
	TOSHIBA
	MMC AP0188HP-E
	IN
	
	

	
	104
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	111
	TOSHIBA
	MMC AP0188HP-E
	IN
	
	

	
	112
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	113
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	114
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	115
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	116
	TOSHIBA
	MMC AP0368HP-E
	IN
	
	

	
	123
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	124
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	125
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	126
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	
	
	
	
	
	

	3.NP Českolipská
	201
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	202
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	203
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	204
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	205
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	206
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	207
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	208
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	209
	TOSHIBA
	MMKAP0077HP-E
	IN
	
	

	
	210
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	211
	TOSHIBA
	MMC AP0188HP-E
	IN
	
	

	
	212
	TOSHIBA
	MMK AP0077HP-E
	IN
	
	

	
	213
	TOSHIBA
	MMC AP0248HP-E
	IN
	
	

	
	
	
	
	
	
	

	
	střecha 3.NP
	TOSHIBA
	MMY MAP 2206HT8P-E
	OUT
	R410A
	

	
	střecha 3.NP
	TOSHIBA
	MMY MAP 2206HT8P-E
	OUT
	R410A
	75kg


Seznam klimatizační jednotek
Gymnázium, Praha 9, Českolipská 373

